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NSTT-A100 OPERATION INSTRUCTIONS

The NSTT-A100 will enable the user to easily perform sensitivity testing of the SIJ series detectors and
Go-No-Go testing for the SLR series detectors.

The NSTT-A100 can be used alone or with an extension pole for high out of the way locations.
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REFER TO INSTRUCTION
MANUAL PROVIDED
% WITH UNIT.

NSTP-15 EXTENSION POLE
(NOT INCLUDED WITH ADAPTER KIT)

MUST REMOVE THIS PLASTIC CAP FROM THE EXTENSION POLE
BEFORE INSERTING INTO THE WHITE PLASTIC ADAPTER TUBE.
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SLR Series Testing

| oth LEDs blinking
green in normal standby condition. When the indication LEDs begin blinking red this indicates that the detector has
moved outside its listed sensitivity range and needs servicing.

SIJ SLR
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